1. Dimensions are to be read and not scaled.
2. All dimensions and conditions are to be verified on site before proceeding.
3. Drawings from all consultants relating to the same area should be read in conjunction with one another.
4. Should the contractor discern any conflicting information written or drawn he is to notify the architect immediately.
5. This drawing is subject to world copyright and may not be reproduced in whole or in part for any purpose without prior written consent from Interstate Architects Ltd.

---

**FOR CONSTRUCTION**

**ELECTRICAL SERVICES**

**GROUND FLOOR PLAN**

**FIRE DETECTION AND SUPPRESSION INSTALLATION LAYOUT**

---

**LEGEND**

- NOVEC 1230 CYLINDER
- NOVEC 1230 PANEL
- REMOTE STATUS MONITOR
- FLASHER
- WARNING SIGN
- MANUAL CALL POINT
- SOUNDER
- NOZZLE
- DETECTOR (CEILING VOID MOUNTED)
- DETECTOR (CEILING MOUNTED)

---

**INVERTERS**

**1300 x 500**

**1200 x 600**

**lockers**

**battery cabinet**

**vitrified floor tiles**

**ATS panel**

**battery cabinet**

**EF**

**high level extractor fan**